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Electricity Generator Technical Specifications
Electricity Generator Technical specifications are as follows:

1. At least  75KVA generator prime rating
2. Three Phase units
3. Turbocharged
4. Electronic governor
5. External emergency Stop button
6. 230/400 voltage
7. 50Hz frequency
8. 1500rpm speed
9. AMF/ATS (Automatic Transfer Switch)
10. RGK 60 controller
11. Engine block heater
12. 8 – 14hr diesel tank with at least 470 litres
13. 70% block load
14. SABS approved
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